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Warning Summary 
 

  IMPORTANT  
 

Be sure to read and understand this operation and maintenance manual before starting or servicing this 
heater. 
 

 
WARNING! 

FIRE, EXPLOSION, CARBON MONOXIDE POISONING 

Improper use of this heater can result in serious bodily injury due to hazards of fire and explosion, carbon 
monoxide poisoning, burn and electrical shock. 
 

 
WARNING! 

FIRE, EXPLOSION 
Use only Kerosene, Diesel or Number 2 Fuel Oil, Number 1 Fuel Oil, or JP8 can be used for extreme cold 
conditions. Never burn gasoline, naphtha, paint thinners, alcohol or other volatile fuels. Fill fuel tank or 
move heater only when heater is shut off. 
 

 
WARNING! 

FIRE, EXPLOSION 

Use only in areas free of flammable vapor or high dust content. Never use heater where gasoline, paint 
thinner or other highly flammable vapors are present. 
 

 
WARNING! 

EXPLOSION 

Fully drain and ventilate fuel tank before transporting. Always keep vent on fuel tank cap open during 
transport and operation. 
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WARNING! 

ROTATING MACHINERY 

When used with thermostat, heater may start at any time. Do not open access door while heater is 
running or plugged in. Remove all power prior to service. 
 

 
WARNING! 

SHOCK HAZARD 

Use only with electrical voltage and frequency specified on model plate. Do not perform any service with 
heater plugged in. 
 

 
WARNING! 

HIGH VOLTAGE 

The ignition transformer develops 10,000 volts. Serious injury or death may occur if personnel come in 
contact with high voltage lead. 
 

 
WARNING! 

FIRE, EXPLOSION 

Do not operate heater without output duct, P/N CAH-1015, properly installed. Ensure hot air outlet is at 
least 1.5 meters from combustible materials. Ensure ducts (outlet and inlet) are free from obstructions and 
sharp bends. ALWAYS REMOVE STORAGE PLUG CAH-126-1 BEFORE OPERATING HEATER. 
 

 
WARNING! 

HOT SURFACES 

Parts of the heater become very hot when operating and immediately after operating. The exhaust can 
reach temperatures in excess of 1000 degrees Fahrenheit. Severe burns may occur if the heater is not 
allowed to cool down properly before servicing. 
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1. System Overview, Description and  

Principles of Operation 

1.1 System Overview 

The CAMFIRE Heaters are portable, clean-air space heaters that rely on an external input of 120 volts, 
60 Hz, single phase power.  
 
The heart of the heater is a heat exchanger that is supplied with air from a fan driven by a 1/4 horsepower 
motor. Part of the air from the fan enters the combustion chamber where it mixes with the atomized fuel to 
become a combustible mixture. The exhaust gases circulate within the heat exchanger; warming its inner 
surfaces, then escape from the heater through a flue pipe adapted to the top of the heater.  
 
The remaining air from the fan passes over and around the combustion chamber and through the heat 
exchanger where it is heated, and emerges from the heater as a powerful stream of heated clean air.  
 
The heater is provided with duct connectors at the outlet and inlet ends, allowing use either in a 100% 
fresh air mode or 100% recirculation air mode. 
 
The fuel system consists of an air pump mounted on one end of the motor shaft that forces air through 
the nozzle. The moving air in the nozzle lifts the fuel from the tank by siphon action and carries it into the 
combustion chamber.  
 
Filters protect the fuel system prior to the fuel entering into the spray nozzle. The electrical control system 
is protected by a push button type circuit breaker.   
 
A safety control unit, connected to a photoelectric cell, shuts down the heater if a flame is not detected in 
the combustion chamber after start up. A òDuct Over-Heatò switch is installed as a safety measure. In the 
event that the outlet duct becomes blocked, the switch will shut the heater down.  
 
A thermostat accessory, which plugs into the electrical system of the heater, may be set to any desired 
temperature. When the temperature of the surrounding air reaches the pre-set temperature, the 
thermostat contacts open and cause the heater to shut down. When the air cools, the thermostat contacts 
close and the heater recycles. The thermostat assembly also has a CO detector that sounds an audible 
alarm and flashes an LED. 
 
The heater is designed for hard use in rough environments resulting in a minimum of down time for repair 
and maintenance. It is protected by roll bars to prevent damage by upset or rollover and shrouded to 
protect the working portion of the heater against falling objects. 
 
The heater can be fitted with added accessories such as wheels, skis or toboggan. A spares kit is also 
available that includes filters, spark plug, and fuel regulating components. 
 
THE INSTALLATION OF THE UNIT SHALL BE IN ACCORDANCE WITH THE REGULATION OF THE 
AUTHORITIES HAVING JURISDICTION 



 
Operation and Maintenance Manual 

                                                                               
 

10  

1.2 Description of Major Components 

Control Panel ï Contains all operation 
controls for heater including power input 
connector, optional remote room 
thermostat/CO detector assembly connector, 
and hour meter. 

 
  
Fuel Tank, Fuel Selector Switch, and 
Sediment Strainer Assembly ï Internal fuel 
tank is located on underside of heater. The 
fuel selector switch permits the operator to 
choose between the internal tank and a 
remote external fuel source. The sediment 
strainer screens out any large particles that 
may be in the fuel supply. (NOTE: fuel 
selector switch and sediment strainer only on 
MV60X-1 AND MV60XT-1) 

 
Exhaust Stack Extensionï The exhaust 
stack extension is installed in the exhaust 
outlet on the top of the heater and acts to 
direct the combustion gases away from the 
heater. 
 
An internal screen in the exhaust stack 
extension acts as a spark arrester. 
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Inlet and outlet ducts ï 15 foot flexible 
ducts connect to the shelter duct tunnels and 
circulate heated and unheated air through the 
shelter. 

 
  
End plug ï Installs into the inlet end of the 
heater and is used to house accessory items 
such as the power cable and the optional 
remote room thermostat/CO detector 
assembly. 

 
  
Burner assembly ï The burner assembly is 
where all combustion occurs within the 
Camfire heater. Atomized fuel is mixed with 
air and ignited by the spark plug to create the 
heat circulated through the shelter. 

 


